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To obtain a maximum power output and minimized capital and operational costs, the layout of wave energy
parks needs to be optimally designed. An economical model for large-scale wave energy systems is built and
merged into an evolutionary optimization routine for arrays of point-absorbing energy converters. The model
includes all the parameters that affect the total system revenue such as electrical cable lengths, distance from
grid connection point, number of substations and hydrodynamic interaction among the devices, with the goal to
find the optimal layout which minimizes the levelized cost of electricity. Converters inside the park are grouped

in clusters via a k-means clustering algorithm, which allows to minimize the intra-array cable length under the
input of real wave climates. The results show that the hydrodynamical interaction has a large impact on the
optimal design of wave energy parks, and that the length of the intra-array cable does not play a significant role
in the economical layout optimization routine for the studied wave energy park system.

1. Introduction

The optimization of wave energy converter (WEC) arrays is one of
the key factor for a successful commercialization of wave energy de-
vices. In order to increase the competitiveness of the technologies, the
layout of WEC units within wave parks needs to be meticulously eval-
uated with the purpose of minimizing the related costs, as well as
maximizing the power output of the converters. Layout optimization
has been carried out in many studies using different strategies, e.g. ge-
netic algorithms [3,15,39], parabolic intersection [2,3], covariance
matrix adaptation evolution strategies, glowworm swarm optimization,
metamodel based optimization [8,11,38]. See [19] for a recent review
on wave energy park optimizations.

The optimization proposed in this paper is performed using the
genetic algorithm introduced by Giassi and Goteman [14] for the op-
timization of a single point-absorbing WEC, and subsequently extended
for multiple WECs in Giassi and Goéteman [15] and Giassi et al. [16].
These studies focused on finding the best distribution of WEC units in a
park, primarily considering power take-off characteristics and the
geometrical layout of the array: a systematic search of the layout with
the highest power production was implemented. However, the profit-
ability of a wave energy park depends also on economical aspects which
cannot be neglected.

Several studies have evaluated costs of wave energy devices and
parks. Rinaldi et al. [36] investigated how the downtime of renewable
energy technologies affects the total profit. O’Connor et al. [31] and
Guanche et al. [22] estimated operation and maintenance costs in re-
lation to the placing of wave energy parks. Teillant et al. [41] assessed
the WEC installation costs based on production, location and main-
tenance strategies. Rinaldi et al. [37] developed a computational tool
for maintenance operations which computes key performance in-
dicators such as annual electricity generation and total gross revenue.
Macadré et al. [27] proposed a financial model which studies a com-
bined wind and wave power plant with respect to availability and
maintenance. Curto et al. [6] proposed a combined technical and eco-
nomical model to identify optimal systems of combined renewable
energy sources. Martins [28], as well as Ericsson and Gregorson [9],
presented a risk assessments of wave energy systems based on costs
established from databases and other sources. Similar methods have
also been applied in [10,32,33,35] to identify optimal farms in offshore
wind energy.

In order to assess the economical profitability of a wave energy
project, the levelized cost of energy (LCOE) is commonly used as an
objective function [30]. An LCOE optimization based on the point-ab-
sorber dimensions was carried out by Piscopo et al. [34]: the EU Stra-
tegic Energy Technology Plan forecasts that the LCOE of wave energy
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will decrease to 0.15 EUR/kWh by 2030 and 0.10 EUR/kWh by 2035.

For these reasons, our economical model presented in Giassi
et al. [13] includes the LCOE, a function of capital (CapEx) and op-
erational (OpEx) expenditure in relation to the park power output. The
model takes into account device dimensions, number of WEC units,
marine area and layout, distance between WECs and shadowing effects.
The water depth, distance to shore and electrical configurations, off-
shore work and cabling are also considered.

However, the study in [13] examined a single specific unidirectional
wave climate input and one substation for each park. In the present
work, the tool has been extended to perform economical optimization
over an annual wave climate and several offshore electrical connection
hubs. Moreover, a new clustering algorithm allows to assign a certain
group of WECs to a substation, so that the total length of the electrical
cables is minimized. The final park of wave energy converters will
therefore be divided into a defined number of clusters.

The paper is organized as follows: the mathematical model and its
implementation is outlined in Section 2. Section 3 includes the de-
scription of the data used, the simulations performed and their spe-
cifics. In Section 4, results of the simulations are presented, and further
discussed in Section 5. Conclusions are drawn in Section 6.

2. Method

The model used in this paper consists of three different and con-
nected sub-models: an optimization model, an economical model and a
hydrodynamic model. The optimization model uses the hydrodynamic
model to compute hydrodynamic coefficients, the motions and the
power output of the WECs in the parks; this output is subsequently fed
into the economical model for the calculation of the LCOE. The LCOE
value is used as objective function in the optimization model. The three
blocks are described in detailed in the upcoming subsections.

2.1. Model

The WEC technology studied in this paper is the point-absorber
device developed by Uppsala University (Sweden) and shown in Fig. 1.
It consists of a floating buoy and a direct-driven linear generator on the
seabed, interconnected by a connection line [24]. The parameters that
characterize the geometry of the buoy are its radius R and mass my,
while the generator is characterized by the translator mass m, and its
damping value I'. The total mass of the two mechanical parts is in-
dicated as m = my + m,. In the model, the i* WEC is therefore defined
by the parameters (R!, m{, m!, T%).

z=0

z=-h

Fig. 1. Park of wave energy converters considered in the study. Highlighted are
the parameters of the devices (draft d, radius R and PTO constant I, as well as
the mean water level and the reference system, where z = —h is the water
depth. (Adapted from [21]).
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Considering a large scale park installation of such devices, we define
ny, the number of WEGs in the park and (¢, yi) their coordinates, where
i=1, ---,ny is the index of the WECs in the park. An arbitrary number
ng of electrical offshore substation will serve as a connection point to
transmit the power to shore; each substation has the coordinate
(xd, ysﬁ), and will be connected to a cluster of n, . devices. In this case
j=1, ---,nmp/np is the index of the substations in the park. Hence, the
parks are defined by the parameters (n, X', y', np,, xsfs, ysf;).

2.1.1. Hydrodynamic model

The hydrodynamical interaction between the WECs in the park is
based on the linear potential flow theory, i.e. on the assumptions that
the fluid is irrotational, non-viscous and incompressible, and that the
waves have low amplitude and steepness. Using the multiple scattering
method, described in detail in [17], the fluid velocity potential is
computed and the hydrodynamical forces calculated as surface integrals
of the potentials over the wetted surfaces of the floats. Restricting to
heave motion and assuming a stiff connection line between the surface
buoy and translator, the equation of motion for the i WEC takes the
form

mz (1) = Fie (1) + Flag(£) + Fipo(t) + Figye (8), )

The hydrodynamical forces are given by the excitation force FL(t), and
the radiation force F,4(t). The hydrostatic restoring force
Fl.(t) = pgnRi2(d! — 7!(t)) is proportional to the vertical displacement
of the buoy, and the power take-off force is Fiyo (t) = I'zi(t), where I is
the damping constant of the generator. The equations of motion are
solved in the frequency domain and the vertical position 2(t) of the
translator transformed into the time domain, after which the in-
stantaneous power of each WEC in the park is given as P(t) = I'[z{(t)]%
The power output of the park is the sum of all buoys’ instant absorbed
power,

np
Ppark (t) - pi (t)
Z @

and the same is valid for the time-averaged value,

i )

For further details, see [17,18].

Running this model for many sea states gives the aggregated results
in terms of a power matrix, i.e. a bivariate vector that contains, for each
combination of wave height and energy period, the average power
generated by the array.

2.1.2. Economical model

The economical model presented here computes the CapEx, the
OpEx, the net present value (NPV) and the LCOE. It was firstly in-
troduced in [13] but is reproduced here for clarity. The inputs required
are the following: the buoys’ and park’s description parameters, the
output power of the device or park, the rated power of the WECs, the
lifetime of the project, the distance between deployment area and
shore, the discount rate and the feed-in tariff. The parameters will be
discussed further in the next paragraphs, while a summary block dia-
gram of the economic model is shown in Fig. 2.
Capital costs In general terms, the capital costs or expenditure [EUR]
of a wave energy project include the costs of the devices (CapExyp), of
the electrical systems (CapExg), of installation (CapEx;) and de-
commissioning (CapExp,.):

CapEx = CapExyypc, + CapExyg + CapEx, + CapExp.. @
In our model, which is based on a specific technology, these costs in-

clude the following:

® CapEx of the devices: includes the costs of the buoy, the linear



M. Giassi, et al.

cost_material

Applied Ocean Research 101 (2020) 102274

insurance_costs
vessel_costs
diving_costs

1 cost_labour H

Weather E Wilc_mstseS CapEx_WECs :
oceurrence 4 gibsetgggi Scosts P :
tri : — :

‘_ma ™ , vessel_costs — f CapEx CapEx_ES /_%_\ H

1 diving_costs B CapEx_Inst/decom V\Ifj '

i coordinates :

' distance_to_shore '

1 rated_power o '

1 WECs_number lifetime revenue :

E substation_number r cash flow E

: FIT f LCOE — payback period :

Park NPV '
i AEP LCOE E
 number of WECs OpEx_repair :

H f_OpEx :

\ failure_rates ; H

! - insurance_costs :

\ repair_costs = :

Fig. 2. Schematic block diagram of the economic model. The inputs from the park model are highlighted in blue, in red the user defined inputs and in black the
economical model outputs. (For interpretation of the references to colour in this figure legend, the reader is referred to the web version of this article).

generator (casing, foundation, stator and translator), labour and
extra material:

CapEXWEcs = Chuoy + Ccasing + Cfoundation

+ Cstator + Ctranslator + Clabour + Cextra-malerial- (5)

® CapEx of the electrical systems: includes the length and costs of the
electrical connections and the costs of the marine substations. The
electrical connections include the intra-array cables (i.e. from the
WECs to a marine substation) plus the sea cables and the commu-
nication cable (which connect the substations to the grid connection
point onshore):

CapEXES = capEXcables + CapEXss' (6)

The CapEx of the cables are expressed as:
CapEXcables = Ces,wc'lwc + [Ces,cc + Cex,xc]'lxc (7)

where C . is the cost of the WECs cable (or intra-array cable)
[EUR/m], Ces,cc and C,q s are the costs of the communication and sea
cable, respectively ; l,. is the total length [m] of the intra-array
cables, while I is the total length of the cables connecting the
substations to shore. The number of substations ng is specified be-
forehand, while their costs (C.sss [EUR/KW]) depend on the rated
power of the installed and connected WECs (RPW):

Nss
CapExy = Y (Cesis'nj " RPW)

j=1 (8

where nj, is the number of WECs in the j” cluster.

® CapEx of installation and decommissioning: includes the costs of hiring
vessels and divers per day, and depends on the number of devices to
be deployed and the time required for the whole offshore operation
to be finalized:

CapEXInst = CapEXInst-WECs + CapEXInst-ES
np np

= ——Cins,wec + —*Cinst. dive
Iwec Liive

Mg lcables
+ — Cinst,xs + N Cinst,cables
I Teables (9)

where Cinswic, Cinstsss Cinstcables [EUR/day] represents the daily
costs to hire a vessel to perform installation of WECs, substations
and cables, respectively. Cins, give is the daily cost of hiring divers. I
represent the number of WECs/substation/cables that can be de-
ployed per day or how many installations can be finalized by divers
in one day. L 4 [m] is the total length of all cables in the park.
Decommissioning costs are assumed to be equal to the installations
costs:

CapEXDeC = CapEXInst' (1 0)

In the capital costs calculations, no influence of the serial produc-
tion on the devices price has been taken into account, and losses in the
energy conversion or transmission have been neglected.

Operational costs The operational costs [EUR/y] are the costs asso-
ciated with the daily operation of a project. In this model, these costs
include yearly repair costs due to failures of the devices (OpEX, p,y, for
the buoy, OpEx for the generator) and insurance costs (Cinsurance,y):

r-Gen,y
OpEXy = opEXr-Buoy,y + OpEXr-Gen,y + Cinsurance,y (1 1)
where:
Cinst dive
OpEx = fi-ny| C, + 22—
p r-Buoy,y b*"b ( rep,buoy e (12)
and
Cinst, WEC Cinst,dive
OPEX, gopy = 1T, ~nb~(C gen + 20—t 4 2. R |
rGeny T8 s Iwec Laive (13)

fr, and fry [1/year] are the failure rates of buoy and generator, re-
spectively, while Crep puoy and Crepgen [EUR] are the average cost of re-
pair of one WEC’s buoy/line or one generator. Only failure of the
generator requires vessels; failure of buoy or line requires only divers.
Constant failure rates for the buoy and generator parts have been as-
sumed, as well as constant OpEx costs over the wave power park life-
time. These are valid approximations when considering the main op-
erational time of WECs, but are not valid at the beginning nor at the end
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of the lifetime of the devices [7,40]. Moreover, given the fact that we do
not focus on failure rates or losses, instantaneous repair has been as-
sumed, i.e. the devices are fully available over the whole year (no
downtime considered). Different failure rates and how they affect the
downtime and park availability were considered in [20], but are not the
focus of the current paper.
Levelized cost of energy After computing capital and operational ex-
penditure, the yearly revenue, the cash flow, the payback period, the
NPV and the LCOE are calculated. The annual revenue [EUR] equals the
annual park production times the feed-in tariff (FIT), and is constant
over the lifetime for a certain number of WECs and a fixed layout. The
yearly cash flow (CF,) is the amount of money left after subtracting the
operational expenditure from the annual revenue. The payback period
is defined and calculated as the time (in years) needed for the cumu-
lated cash flow to become positive.

The net present value is a parameter used to verify the profitability
of a project, or in this case, of a wave power plant. It is calculated as:

L CF L AEP,FIT — OpEx,

NPV = — —CapEx +
EO a+ry apEx yz=1 a+ry 19

where CF,, is the cash flow at year y [EUR/y], L are the total years of the
lifetime of the project, r is the discount rate, CapEx is the capital ex-
penditure [EUR], OpEx, the operational expenditure [EUR/y], AEP, is
the annual energy production of the wave power park [MWh/y], and
FIT is the feed-in tariff [EUR/MWh] (which is often subsidized to en-
courage renewable energy projects). The NPV must be positive to en-
sure that the investment is profitable.

Finally, the goal of the economical model is to compute the LCOE
[EUR/MWHh], as the wave energy park costs in present value divided by
electricity generation in present value according to Eq. 15 [4]:

L OpEx),
y=1(1+r)y
L AEP,

y=1 (1 +r)Y (15)

CapEx+ ),
LCOE =

This value represents the average minimum price at which the
electricity produced should be sold in order to break-even over the
lifetime of the project. For this reason, it is the most commonly used
parameter to compare different methods of electricity generation.

Both the discount rate and the feed-in tariff are considered constant
along the project lifetime; moreover, no inflation is assumed.

2.1.3. Optimization model

On top of the two models presented in subsections 2.1.1- 2.1.2, an
optimization routine based on a genetic algorithm has been im-
plemented. The goal of the optimization is to find the best array layout
(i.e. set of coordinates of the WECs (X', y)) which minimizes the value
of the LCOE. The routine has been implemented in house in matLAB [29],
and formerly presented and applied to different problems in [13-16]. In
the present work it has been extended to operate over a yearly wave
climate, with a new economical cost function and with a new clustering
algorithm.

The genetic algorithm optimization is connected and inspired by
Charles Darwin’s theory of evolution based on natural selection, and its
fundamental steps recall its nomenclature. A first random population
containing k chromosomes (or individuals) is created and subsequently
forced to ”evolve” through the reproduction process, which consists of
natural selection, pairing, mating or crossover and mutation. Each chro-
mosome represents a wave power park, and contains a number
i=1, ---,n, of genes, i.e one couple of coordinates for each WEC in the
park. The first population is evaluated through the calculation of the
cost of electricity with the economical cost function. Afterwards, based
on the LCOE value (or fitness), the chromosomes are ranked in des-
cending order and the individual with the lowest LCOE is taken as best
solution of that GA iteration:
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f&‘:ost = minq(LCOEq) (1 6)

where LCOE? is the levelized cost of electricity computed for each park
and q is the park index in the population. If convergence has not been
reached, the population goes through reproduction, creating a new
generation that has inherited some genetic traits from the parents, and
some new genetic material from mutation. The new population is then
re-evaluated and the process iterates until convergence. For more de-
tails about the genetic algorithm the reader is invited to refer to
[13-16].

To verify the reliability of the genetic algorithm optimization rou-
tine, several verifications have been carried out by means of parameter
sweep. This has been done for an optimization of a single WEC [15] and
for an array of 9 WECs [12]. For the large systems considered here, a
direct computation of the full solution space is not possible, which is the
main motivation for using a metaheuristic optimization model. Instead,
convergence around global maxima is justified by well-defined con-
vergence criteria.

3. Simulations
3.1. Case study: The Wave Hub test site

The model described above has been used to simulate a case study
scenario in a real offshore test site. It means that the real wave climate
of a site was used as input, together with the geographical location of
the marine area.

The chosen site is the Wave Hub test site, which is located around
16 km offshore from Hayle on the north coast of Cornwall, United
Kingdom. The normalized hourly occurrence matrix has been produced
from data presented in [43] and is shown in Fig. 3a, which represents
the number of hours of the year with a specific sea state. From each
couple of significant wave height H, and peak period T,, 60 minutes
time series have been produced assuming a Bretschneider spectrum
distribution.

At each sea state time series, the corresponding time-averaged
power output of the park can be aggregated in a power matrix. By
multiplying the power matrix and the occurrence matrix and summing
up for all the different sea states (cells), we get the yearly mean annual
energy production (AEP,) in [KWh/y]:

w
AEP = Y (P,P™.H,),

w=1 (1 7)
where P, park s the yearly array mean power production and H,, the
number of hours of the w-th sea states (from the occurrence matrix).

For each sea state, a corresponding value of the optimal gamma has

been previously calculated (Fig. 3b) and used to calculate the motion
and the power output of the WECs. In other words, a passive damping
control is applied to adjust the generator damping to an optimal value
in each sea state.

3.2. Parks of different sizes in a line layout

The first simulations performed using the economical model have
the goal to evaluate the cost of parks of different sizes, deployed in a
line at a specific location. The wave direction will be either along the
line or perpendicular to it, as these represent the worst/best scenarios
with respect to minimizing shadowing effect and maximizing power
output. These two cases are important, as they can be viewed as upper
and lower bounds for a realistic LCOE value.

We considered up to 100 identical devices with buoy radius R = 3 m
and buoy plus translator mass m = 13 ton. The rated power of the WECs
were assumed to be 20, 50, 75 and 100 kW. The number of buoys in
each cluster ny . is equal to 25, i.e. maximum 25 WECs are connected to
each substation. Each device is connected directly to a substation. The
location of the substation depends on the size of the park, and it is



M. Giassi, et al.

6.75
6.25
5.75
5.25 300
4.75
4.25 250

E 375

£ 325
2.75
225
1.75 100
1.25
0.75 50
0.25

D AD D AD D AD (D 4D D AD D 4D D AD D AD D AD D AD
BN A AP AR A R

Te [s]

@

4.75 290 | 310 | 330 | 360 | 390 | 400

360 | 380 | 400

370 | 380 | 390 | 410

360 | 380 | 400 | 420

360 | 360 | 410

350 | 370 | 390

350 | 300 | 390

LY s0 0 0 100 120

D AD D AD D AD DA D AD D AD DAL D AL D AL P AP
AWV Y VN N e PN AV A oV e oV ot \Q‘Jz \Q’.\\,\’]’\.\’.\
Te [s]

Fig. 3. Sea states distribution in [hours] for the Wave Hub test site (a); optimal
PTO coefficient matrix [kNs/m] (b). (For interpretation of the references to
colour in this figure legend, the reader is referred to the web version of this
article).

chosen to be in front of the row of WECs, minimizing the total intra-
array cable length (shown in Fig. 4). The wave power plant has a life-
time of 20 years.

The input wave climate is the one measured at Wave Hub and
presented in Section 3.1, which has two different incoming directions
(also shown in Fig. 4):

® x-waves: waves propagate parallel to the row of WECs, i.e. along the
X-axis;

e y-waves: waves propagate perpendicular to the row of WECs,
i.e. along the y-axis;

These alignments between incoming waves and the wave energy
power plant represent the worst and the best possible alignment
achievable, i.e. with complete shadowing among the devices or with no
shadowing among the WECs, respectively.

Finally, to reduce the computational time, a cut-off distance of
200 m for the radiation and diffraction hydrodynamical interaction has
been set [18]. It allows to reduce the CPU computational time by
lowering the number of WECs that are hydrodynamically coupled,
which are those within the interaction distance cut-off.

3.3. GA Layout optimization

Park layout optimizations by mean of the genetic algorithm have
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Fig. 4. Sketch of the WECs and substation locations for the simulations of 1 to
100 WECs in a line layout. The WECs are deployed along the axis y = 0, while
the substation at y = 20, i.e. 20 m apart. For each size of park (i.e. park with
different number of WECs), the substation is located in different places (shown
with different stroke styles), in order to minimize the cable distance. For ex-
ample, when there is only one WEC the substation is situated right in front of it,
while when there are two WECs it is situated at equal distance from both of
them, and so on. y-waves and x-waves represent the wave field propagating
perpendicularly and parallel to the row of WECs, respectively. Figure adapted
from [13].

been performed in the following cases:

e 10 WECs, grouped in 2 clusters, in an area of 100 x 100 m?
® 20 WECs grouped in 4 clusters, in an area of 160 x 160 m?
e 50 WECs grouped in 10 clusters, in an area of 280 x 280 m>.

The WECs are allowed to locate on the nodes of a grid that has cells
20 x 20 m wide. The area has been chosen in order to allow about the
same area per WEC in the park, while the number of clusters is chosen
to have a constant amount of WECs per substation. A new clustering
method has been implemented in the code that performs the placement
of the electrical substations within the park and clusters the WECs.
More details will be presented in the next subsection 3.3.1.

Differently from the parks with the line layout previously described,
two distances cut-off of 40 m and 100 m have been set for both the
radiation and diffraction problem and the power output has been cal-
culated over the 280 yearly sea states of Wave Hub offshore test site.

To evaluate each chromosome, the economical and hydrodynamical
models are used; the cost function of the optimization is the mini-
mization of the levelized cost of energy. The GA settings for each si-
mulations have been chosen based on previous results and validation in
[15] as well as considerations of computational costs, and are reported
in Table 1. The computations were performed on resources provided by
SNIC through Uppsala Multidisciplinary Center for Advanced Compu-
tational Science (UPPMAX).

3.3.1. Clustering algorithm

The capital costs of the electrical system depend, among other
variables, on the length of the power cables. Therefore, within a wave
power park, it is extremely important to decide the number of electrical
substations and their location within the park such as the total intra-
array cable length is minimized. Moreover, the devices need to be di-
vided into smaller clusters, which is not a straightforward decision,
especially for big parks.

Consider a park with i =1, ---,n, WECs and a certain number
j =1, -+, ng of electrical offshore substations; each substation will be
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Table 1
Parameters of the GA simulations.
10 WECs 20 WECs 50 WECs

Interaction distance 40 m 100 m 40 m 100 m 40 m 100 m
Iterations 510 899 1000 1000 250 60
Population 20 20 20
Mutation rate 30% 30% 30%
Elitism rate 2 2 2
Area 100 x 100 m* 160 x 160 m? 280 x 280 m?

connected to a certain number nb{ . of WECs. Hence, the costs of the
intra-array cables will specifically depend on which one among the ny
devices of the whole park will be assigned (i.e. connected) to the sub-
station j™ (i.e. belong to the cluster j). Therefore, the clustering of the
WECs of the park should be performed by minimizing the sum of total
distances from the WECs to the substation.

k-means clustering A very efficient method to partition big sets of data
is the so called k-means clustering, or Lloyd’s algorithm [25]. For this
reason, it can be used in the evolutionary layout optimization routine as
clustering method to evaluate the best position of the substations in
each layout.

This method defines k cluster centroids and then assigns each data
point to one of the clusters using an iterative procedure. The number of
clusters k is decided a priori and is equivalent to the number of sub-
stations ng in the wave power park.

The algorithm, implemented through the Matlab function kmeans,
proceeds as follows:

1. Define the initial number k of clusters and the initial coordinates of
the cluster centers (called centroids); to initialize the centers, the k-
means + + algorithm is used [1], which selects the centroids ac-
cording to a certain probability among the data points that are being
clustered. More specifically, the first center point is sampled uni-
formly at random from the data set, while the subsequent cluster
centers are chosen from the remaining data points, one by one, with
probability proportional to their squared distance from the point’s
closest existing cluster center [29].

2. Compute all distances between all the WECs and each centroid
(substation).

3. In order to minimize the sum of point-to-centroid distances, summed
over all k clusters, the k-means algorithm proceeds iteratively as
follows:

i. Batch update — assign each WEC to the cluster with the nearest
centroid,

ii. Online update — sometimes the batch update doesn’t converge
to a local minimum. Therefore, a second iterative phase is per-
formed where points are individually reassigned if doing so will
reduce the total sum of squares point-to-centroid distances (var-
iance).

4. Calculate new centroid position as the arithmetic mean position of
the cluster points.

5. Repeat step 2 to 4 until convergence has been reached (maximum
number of iterations reached or unchanged cluster assignment).

An example of the k-means clustering results of a random park of 50
WEGCs is shown in Fig. 5, for different numbers of clusters.

The problem of finding the global minimum can only be solved in
general by an exhaustive choice of starting points, but using several
replicates with random starting points typically results in a solution
that is a global minimum. For this reason, 50 different replicates for the
initial centroids of each data set (WECs park) have been executed,
meaning that the software repeats the clustering routine using 50 dif-
ferent set of seeds for the initial cluster centroid positions. Moreover,
the algorithm was set to compute each seed replicate in parallel on
several processors.
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With this method, the number of elements n, . assigned to each
cluster is not constant. Nevertheless, the intra-array cable length var-
iance is minimized and, even though the different substations will have
different power, the total rated power of the park will be constant.
Thus, the average cost of all the substations will be the same as if the
substations were of equal power rating, and so the total costs of the
substations will be unaltered.

3.4. Costs calculation

In this section we outline the costs calculation for the specific WEC
system studied, i.e. the point absorber of Fig. 1. If not differently stated,
values expressed hereafter refer to the work of Ericsson and Gregorson
[9] and concern a single device. The cost values presented refer to a
specific device size and deployment location, and are summarized in
Table 2. The parameters of the offshore site (distance to shore and
water depth) are the ones reported in Section 3.1, while the parameters
of the WECs (sizes, lifetime) are the ones reported in Section 3.2.

The CapEx of the WEC consist mainly of the price of the floater, the
linear generator (foundation, casing, translator and stator) and con-
struction costs. The cost of the buoy and the casing are calculated based
on their masses and the cost of the steel (2.1 EUR/kg). The translator
price is calculated according to the magnets and steel masses. The
generator foundation cost is calculated analogously, with a cost of
concrete of 125 EUR/m® (40 tons, 17 m®). The cost of the stator is based
on the cost of the copper windings (3 x 900 m x 3 EUR/m). Construction
costs split into assembly (25 000 EUR, 1 month of work for 5 persons)
and extra material (estimated 10 000 EUR).

The capital costs for the electrical system include the costs of the
power cables and of the marine substation hub. The cost of the marine
substation is very difficult to compute, so a simplified average cost of
168 EUR/KW has been assumed based on the review in [5]. The intra-
array power cable is assumed to be a 1 kV (TECWATER EMV FC s1BC4NS-F,
1kV), with a cost of 46 EUR/m. The sea cable (PROTOLON(ST) NTSCGEWOEU,
10kV) transmits the power from a substation at the deployment site to
shore at 10 kV with a cost of 72.5 EUR/m, over 16 000 m distance. The
communication cable has a cost of 2 EUR/m.

Installation costs include vessel and diving operations. The con-
sidered vessel can deploy 4 WECs or one substation per day at the cost
of 10 000 EUR/day, and divers can finalize installations of 5 WECs per
day to a cost of 8 000 EUR/day. Regarding the installation of the power
cables, it has been estimated that the operating vessel can install 10 km
cable per day to a cost of 5 000 EUR/day.

Operation and maintenance costs consist mainly of the costs of re-
pair in case of failure of the devices. It can be assumed that failure rates
of wave energy converters vary over their lifetime according to the
bathtub curve: the failure rate is high after installation due to defects in
manufacturing or assembly, it reduces to a more or less constant value
during the operational time of the device, and increases again when the
device is reaching the end of its lifetime due to material degradation
and fatigue [7,40]. Here, when computing the LCOE, the failure rates
are included in the OpEx, which is based on the operational lifetime of
the device; thus a constant failure rate can be assumed. Due to the
immature stage of technology for wave energy, there is not enough data
to compute or measure failure rates for wave energy converters. One
recommended method of obtaining failure rates is to use established
failure rates for components, and adjust them according to environ-
mental and uncertainty factors [44]. This methodology was applied in
[9] to compute the failure rate of subsystems and full WECs of the same
kind as considered in this paper. The failure rate of the generator parts
were computed to 0.757/year, and the failure rates for the buoy and
mooring lines were computed to 0.139/year. These are the values for
the failure rates that will be used in this paper. 2 000 EUR and 5 000
EUR are the estimated repair costs per failure of the buoy and generator
respectively. Repair costs per year include removal of the WECs and re-
deployment. It has been considered that only failures of the generator
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require vessel operations, while failures of buoy/line/electrical system
outside the WECs require only divers. 5 000 EUR per year to cover for
site lease and insurance are included in the costs.
Regarding the LCOE calculations, a constant discount rate of 8% has
been assumed [4,23,42], and a FIT of 250 EUR/MWHh is chosen [26].
The input parameters, as well as of the CapEx and OpEx costs of a
single device are summarized in Tables 2, 3, 4.

4. Results
4.1. Parks of different sizes in a line layout

Results of the first case study (WECs deployed in a line at a specific
location) are shown in Fig. 6. The LCOE and NPV for parks up to 100
WECs have been calculated for different rated power of the converters,
i.e. the model has been run for each combination of rated power and
number of WECs. The sharp increases/decreases in the plots correspond
to additional number of electrical substations that are installed in the

park with increasing number of WECs. The lowest LCOE is obtained for
parks of WECs rated 100 kW and with waves coming along the y-axis
and the worst results are obtained for 20 kW of power rating in waves
coming along the x-axis.

By looking at the power rating, we can observe that the lowest cost
of energy (or the highest net present value) is achieved with converters
of 100 kW, in all the wave directions, followed by 75 kW, 50 kW and
20 kW. It means that converters of 100 kW are optimally rated for the
wave climate at Wave Hub. With lower power rating the annual energy
production is greatly reduced, with an increase of the cost of energy.
Results might differ in milder wave climates, for example.

If we consider the different wave directions studied, the results
show that shadowed WECs have the highest LCOE and lowest NPV (x-
waves, yellow lines), while the line of WECs facing the incoming waves
(y-waves, magenta lines) has significantly improved results, with a
difference among them of up to 38% for 100 WECs rated 100 kW. In
parks of 25 devices and more, the LCOE value keeps decreasing slightly
for parks without shadowing, and increases in parks with negative



M. Giassi, et al.

Table 2
Summary of the input parameters of the economical model.
CapEx Symbol Description Cost
WEC Cu, steel steel 2.1 EUR/kg
Cuw, concrere ~ CONCTELE 125 EUR/m®
Cyw, copper copper 3  EUR/m
Electrical Ces, we intra-array cable 46 EUR/m
system
Ces,sc transmission cable to shore 72.5 EUR/m
Ces,cc communication cable 2 EUR/m
Ces,ss substation 168 EUR/KW
Installation Cinst WEG cost of WEC deployment 10 000 EUR/
vessel/day day
Cinst,ss cost of substation deployment 10 000 EUR/
vessel/day day
Cinst,cables cost of cable deployment 5000 EUR/
vessel/day day
Cinst, dive cost of divers/day 8000 EUR/
day
Iwec number of WECs that can be 4 1/day
installed/day
L number of substations that can 1 1/day
be installed/day
Leables length of cables that can be 10 000 m/day
installed/day
Laive installations that can be 5 1/day
finalized by divers/day
OpEx Symbol Description Value
Repair fry, failure rate buoy 0.139 1/year
fry failure rate generator 0.757  1/year
Crep,buoy repair of one WEC buoy/line 2000 EUR
Crep,gen repair of one WEC generator 5000 EUR
LCOE Symbol Description Value
r discount rate 8 %
FIT FIT 250 EUR/
MWh
L lifetime 20 year
Table 3
Summary of the capital costs/WEC.
CapEx Symbol Description Cost
WEC CapExwgc
Cfoundation gravity foundation 2125 EUR
Chbuoy buoy 8 400 EUR
Ctranslator translator 21 120 EUR
Cstator stator 8 100 EUR
Ceasing casing 5300 EUR
Clabour labour 25 000 EUR
Cextra-material extra material 10 000 EUR
Electrical system CapExgg
CapEX aples cables
CapEx substation
Installation CapExy, o
CapExpngwics ~ WEC 4100 EUR
CapExy;¢.ss substation 10 000 EUR
CapExy; g cables cables 500  EUR/km
Decommissioning CapExpe.
CapExpecwres ~ WEC 4100  EUR
CapEXpec.gs substation 10 000 EUR
CapEXpeccables cables 500  EUR/km
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Table 4
Summary of the yearly operational costs/WEC. The insurance cost refers to the
whole site.

OpEx Symbol Cost

OpEx/year OpEx,

Repair of buoy OPEX_ guoyy 723 EUR/y
Repair of generator OPEX_Geny 10 000 EUR/y
Site lease and insurance Cinsurance,y 5 000 EUR/y

interactions or increased costs of the electrical systems. However, the
highest reduction of the cost of energy is achieved with number of
WECs greater than 10 (LCOE reduction around 80% from 1 to 10
WEGCs). The importance of the inclusion of the hydrodynamic interac-
tion is visible comparing these results with the blue line, where hy-
drodynamic coupling has been neglected. Positive interaction improves
the results (LCOE reduction between 3-4%), while shadowing makes
the LCOE value around 50% higher. Here we have simulated the best
and the worst possible alignment, and we then expect a realistic park to
have a LCOE value in between.

According to the results of this simulations, a rated power of 100 kW
has been chosen for the simulations of the genetic algorithm optimi-
zation.

4.2. GA Layout optimization

The optimal layouts obtained from the genetic algorithm optimi-
zation are shown in Fig. 7, together with the partition of the parks in
clusters. Results of 10 and 20 WECs reached convergence, while results
of the parks of 50 WECs may not have converged yet. In fact, these
simulations are so computationally heavy that an unreasonable amount
of time would be needed to reach convergence. Therefore, we present
here the results that we could achieve for 50 WECs, without claiming
that these represents optimal solutions. Results on the left column are
obtained for an interaction distance of 40 m, which speed up the si-
mulations quite significantly; on the right column the interaction dis-
tance has been set to 100 m, which is more reasonable, but implies a
much slower computation.

The final best layouts differ for the two different settings: when the
interaction distance is 40 m the optimal layouts consist in general in
rows of WEGs facing the incoming wave field which are distant enough
to avoid hydrodynamic coupling (Figs. 7a, 7c). In Fig. 7a it can be seen
that the substation is co-located with a WEC; in reality, the substation
would be placed a few meters away, which would not significantly
change the results or alter the conclusions. Figs. 8a, 8c show the de-
vices’ average yearly power output and it can be seen how the WECs do
not experience shadowing, having an higher power output in compar-
ison to Figs. 8b, 8d, where wider hydrodynamic interaction is com-
puted. In this latter case, the optimal layouts consist of two consecutive
rows (park of 10 WECs, Fig. 8b), and two consecutive rows and a more
distant rows for the park of 20 WECs (Fig. 8d). However, it can be noted
that in Fig. 7a, full hydrodynamic coupling among all the devices is
computed, which is not the case in Fig. 7c. Although the parks with 50
WECs may not have reached convergence, it can be seen that the WECs
are clustered to minimize the cable length and costs, and show some
tendencies to alignment in rows perpendicular to the wave direction.

Fig. 9 displays the variation of the intra-array cable length, the AEP,
the LCOE and the NPV versus the iterations in the optimization process.
It can be seen that the energy production and the NPV increase with the
iterations, while the LCOE decreases, as expected. However, the intra-
array cable length varies with a non monotonic trend. This can be ex-
plained by looking at Fig. 10, which represents a scatter diagram of the
lifetime costs vs. the lifetime output of all the solutions evaluated
during the GA: it shows that the variation (among different layouts) of
the park costs is much lower than the variation of the park power
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Fig. 6. Results in terms of LCOE and NPV for different sized parks in a fixed line layout (1 to 100 WECs). In blue results without hydrodynamic interaction; in
magenta results with hydrodynamic interaction and waves propagating perpendicular to the line (y-waves); in yellow results with hydrodynamic interaction and
waves propagating along the line (x-waves). The four different markers represent results of simulations with different rated power of the WEC (circle: 20 kW, star:
50 kW, square: 75 kW, triangle: 100 kW). (For interpretation of the references to colour in this figure legend, the reader is referred to the web version of this article.)

output. It means that different geometrical layouts of the same park do
not have such a big cost variation in terms of CapEx and OpEx (which
are related to the intra-array cable length), while the power production
due to diffracted and radiated waves, together with shadowing effects,
play a bigger role. Therefore, the optimal solution is the one with the
higher energy production, and not necessarily the one with the lowest
cables length. The same conclusion holds for all the parks studied.

Fig. 11 shows the qualitative results comparison of the LCOE and
NPV. It can be seen that an higher interaction distance imply a lower
power output of the park (as shown before in Fig. 8) and therefore an
higher value of the cost of energy. In other words, if the hydro-
dynamical interaction between devices is neglected, a too optimistic
prediction of the LCOE is obtained.

5. Discussion

In addition to the model inputs described in Section 3.4, other
constraints that influence the economical optimization presented in this
work are the number of WECs within the park, the number of clusters,
the size of the deployment area and the distance to the grid connection
point onshore. These parameters influence directly or indirectly the
costs and therefore the final LCOE value. They can be regarded as

optimization constraints and in this paper they have been chosen to
fixed values (or in relation to the Wave Hub test site). Given a real
commercial deployment site, the area and the connection point distance
will be known quantities, and most likely the number of devices as well.
As said, in this work the number of substations (or number of clusters)
within the wave power park has been decided a priori to have the same
ratio WECs/substations. The influence of changing the number of sub-
stations within a certain park is not investigated here. Different number
of clusters could lead to a different optimal layouts.

The lifetime costs of the park are not highly affected by the geo-
metrical layout, i.e. the influence of the intra-array cable length price
variation on the total CapEx is minimal in such small park and for such
a distance to the shore. This can be seen in the evolution of the power
output and of the cable length in Fig. 9, where the trend of the optimal
cable length is not monotonically increasing, while the optimal power
output always increases with progressive iterations. It means that the
optimal solution in terms of LCOE is not always the one with the
shortest intra-array distance. For the current model, where the costs
only depend on the cable length within the park, we see that optimizing
the power output has a larger impact than the costs, in other words we
could obtain the same results (in terms of park layout) had we only
optimized upon the power output. However, this might be not true for
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other systems, or if other economical factors would be included in the
model. For example, different input values in terms of cable costs per
unit length or a different number of substations would imply that the
capital costs would vary over a larger interval. Nevertheless, the pre-
sented economical optimization model can be useful for developers to
obtain predictions of the commercial viability of wave energy plants.
The optimization algorithm used in this paper has been validated for
small parks up to 9 WECs in [12,14,15], and the resulting optimal

10

layouts for 10 and 20 WECs are in agreement with other optimal lay-
outs obtained by other research groups [19], which increases the re-
liability of the achieved layouts. However, less confidence should be
attributed to the resulting layouts for 50 WECs, as the system is so large
that convergence is not guaranteed.

For big parks, a direct application of the tool is still highly com-
putationally demanding, and some trial results have shown that the
algorithm did not converge in a reasonable amount of time. The



M. Giassi, et al.

[kwW]
100 38
375
80
37
E €0 36.5
2
o
3 36
> 40
355
20
35
0 345
0 20 40 60 80 100
x-coord [m]
(a) 10 WECs (40 m)
[kw]
160" 38
140‘ 375
120
‘ 37
__ 100
£ ‘ 36.5
el
5 80
o
? ‘ 36
ES
60
‘ 355
40‘
20 35
0\ 345
0 20 40 60 80 100 120 140 160
x-coord [m]
() 20 WECs (40 m)
[kw]
280 [ ] ] [ ] 38
260 (] (]
240 ° 375
220 °
200 ° 37
180 [ ]
=
§160‘ ] 36.5
T 140 ° °
S |
> 36
[ ] [ ]
] o 355
[ ] (]
° 35

0
0 20 40 60 80 100120140 160 180200 220 240 260 280
x-coord [m]

(e) 50 WECs (40 m)

Applied Ocean Research 101 (2020) 102274

[kW]
100 [ ] 38
375
80 ®
37
E 60 ® 36.5
=
o
S 36
> 40 °
355
20
35
0 345
0 20 40 60 80 100
x-coord [m]
(b) 10 WECs (100 m)
[kW]
160 ‘ 38
140 ‘ 375
120 [
‘ 37
__ 100 ®
£ 365
el
5 80 ® ®
8
g 36
60 °
‘ 355
40 ‘
20 ‘ ° 35
0 345
0 20 40 60 80 100 120 140 160
x-coord [m]
(d) 20 WECs (100 m)
[kW]
280 [ B ] [ ] 38
260 [ ] [ B ]
240 ° ° 375
220 | [ ] ®
200‘ L ) ° 37
180 ‘ [ ]
E 1600 ® o0 365
T 10 °
Q
2120 ° ° [ N ] ° 36
100
8or ® [ ] [ ] 355
60 o ®
40 [ ] [} 35
20 ° ®

0 S S S S 345
0 20 40 60 80 100120140 160 180200 220 240 260 280

x-coord [m]

(f) 50 WECs (100 m)

Fig. 8. Results of the GA layout optimization showing the average yearly power output [kW] of the devices within the parks, with interaction distance of 40 m (left
column) and 100 m (right column). (For interpretation of the references to colour in this figure legend, the reader is referred to the web version of this article).

simulations can be speed up by reducing the interaction distance, at the
expense of the exactness of the power calculation. This aspect is crucial
in defining the optimal solution; as shown by the present study, the
optimization results are sensitive to the accuracy of the computation of
the power production.

The LCOE values presented throughout the results section are
strongly dependent on the input parameters, which, given the lack of
data in the wave energy sector, were partially based on assumptions.
Once correct data will be available, the simulations will predict more
accurate results in terms of absolute values. Nevertheless, at this stage
of wave energy industry development, an optimization can be made in
order to reduce the costs of the power park, since the relative com-
parison among different configurations is still valid.

In this work as in others, the minimization of the levelized cost of
electricity is still a, so called, single-objective optimization, which is

11

one way to solve the array design process. A different approach would
imply a multi-objective optimization in which several conflicting ob-
jective functions are optimized simultaneously. The solution of a single-
objective optimization is defined, while the multi-objective approach
would results in a set of Pareto optimal solutions that are equally good,
which then need to be evaluated with different methods or by means of
a human decision maker.

6. Conclusions

A new model for the economical optimization of wave power sys-
tems has been presented. It is based on a genetic algorithm optimization
routine coupled with an economical model used as evaluation function.
The optimal solutions found are based on the minimization of the
LCOE. A k-means method has been used to perform clustering of the
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Fig. 11. LCOE and NPV results of the GA optimization.

devices for substation connection, in order to minimize the intra-array
cable length and resulted efficient enough for implementation in such
complex optimization problem.

The findings of the present work highlight how sensitive the results
of the combined hydrodynamical and economical modelling and opti-
mization of wave power parks are to the different parameters.

Since our work shows that hydrodynamical interaction has a large

Applied Ocean Research 101 (2020) 102274

impact on the optimal design of wave energy parks, any assumption or
use of simplified models for the hydrodynamics in the park should be
motivated by careful analysis or experimental validation. Our results
show that the hydrodynamical interaction in large parks is largely
dictated by destructive interactions, and shadowing effects lead to
lower power production and lower net present values. It was found that
the intra-array cable length does not play a significant role in the
economical optimization routine for the studied wave energy park
system and that other aspects of the electrical system could highly in-
fluence the LCOE value (such as changing the ratio of the number of
electrical substation per WECs).

For parks with 20 WECs or fewer, optimization considering several
design parameters and hydrodynamical interactions can be carried out
with convergence to optimal park designs (typically clusters arranging
perpendicular to the wave direction with minimized cables length).
However for larger parks with 50 units, additional assumptions or al-
ternative methods are required to reach full convergence.

Author Contributions:

M.Gi. built the model, carried out the simulations and prepared the
manuscript, with help, discussions and contributions from M.G6. and
V.C. All authors have proofread the final paper.

Declaration of Competing Interest

The authors declare that they have no known competing financial
interests or personal relationships that could have appeared to influ-
ence the work reported in this paper.

Acknowledgements

This research was supported by the Swedish Research Council (VR,
grant number 2015-04657), the Swedish Energy Agency (project
number 40421-1), and StandUp for Energy. The computations were
performed on resources provided by SNIC through Uppsala
Multidisciplinary Center for Advanced Computational Science
(UPPMAX) under Project SNIC 2019/3-267. Marcus Lundberg at
UPPMAX is acknowledged for assistance concerning technical and im-
plementational aspects in making the code run on the UPPMAX re-
sources.

References

[1] D. Arthur, S. Vassilvitskii, K-means + +: The advantages of careful seeding, Proc. of
the Annu. ACM-SIAM Symp. on Discrete Algorithms, 8 (2007), pp. 1027-1035.

[2] B.F.M. Child, On the configuration of arrays of floating wave energy converters, The
University of Edinburgh, 2011 Ph.D. thesis.

[3] B.F.M. Child, V. Venugopal, Optimal configurations of wave energy device arrays,
Ocean Eng. 37 (16) (2010) 1402-1417.

[4] J.F. Chozas, J.P. Kofoed, N.E.H. Jensen, User guide-COE Calculation Tool for Wave
Energy Converters: version 1.6 (1st ed), Technical Report, Department of Civil
Engineering, Aalborg University, 2014.

[5] A.J. Collin, A.J. Nambiar, D. Bould, B. Whitby, M. Moonem, B. Schenkman,

S. Atcitty, P. Chainho, A.E. Kiprakis, Electrical components for marine renewable
energy arrays: a techno-economic review, Energies 10 (12) (2017) 1973.

[6] D. Curto, S. Favuzza, V. Franzitta, R. Musca, M.A.N. Navia, G. Zizzo, Evaluation of
the optimal renewable electricity mix for lampedusa island: the adoption of a
technical and economical methodology, J. Clean. Prod. 263 (2020) 121404.

[7]1 A. De Andres, H. Jeffrey, R. Guanche, Finding locations for wave energy develop-
ment as a function of reliability metrics, 11th European Wave and Tidal Energy
Conference (EWTEC), Nantes, France, 2015. (2015).

[8] DTOcean, Optimal design tools for Ocean Energy Arrays, Available online http://
www.dtocean.eu.

[9] E. Ericsson, E. Gregorson, Quantitative Risk Assessment of Wave Energy
Technology, Uppsala University, Sweden, 2018 Master’s thesis.

[10] P. Fagerfjill, Optimizing wind farm layout - more bang for the buck using mixed
integer linear programming, Chalmers University of Technology, Sweden, 2010
Master’s thesis.

[11] F. Ferri, Computationally efficient optimisation algorithms for wecs arrays, 12th
European Wave and Tidal Energy Conference (EWTEC), Cork, Ireland, August
27-31, (2017).


http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0001
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0001
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0002
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0002
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0003
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0003
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0004
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0004
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0004
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0005
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0005
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0005
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0006
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0006
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0006
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0007
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0007
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0007
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0008
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0008
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0009
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0009
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0009
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0010
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0010
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0010

M. Giassi, et al.

[12]

[13]

[14]

[15]

[16]

[17]
[18]

[19]

[20]

[21]

[22]

[23]

[24]

[25]

[26]

[27]

M. Giassi, Optimization of Point Absorber Wave Energy Parks, Uppsala University,
Sweden, 2018 Licentiate thesis.

M. Giassi, V. Castellucci, J. Engstrom, M. G6teman, An economical cost function for
the optimization of wave energy converter arrays, ISOPE 29th Annual International
Ocean and Polar Engineering Conference, Hawaii, USA, 2019 16-21st June.

M. Giassi, M. Goteman, Parameter optimization in wave energy design by a genetic
algorithm, 32nd International Workshop on Water Waves and Floating Bodies
(IWWWEFB), 23-26th April, 2017, Dalian, China. (2017).

M. Giassi, M. Goteman, Layout design of wave energy parks by a genetic algorithm,
Ocean Eng. 154 (2018) 252-261.

M. Giassi, M. Goteman, S. Thomas, J. Engstrom, M. Eriksson, J. Isberg, Multi-
parameter optimization of hybrid arrays of point absorber wave energy converters,
12th European Wave and Tidal Energy Conference (EWTEC), Cork, Ireland, August
27-31, (2017).

M. Goéteman, Wave energy parks with point-absorbers of different dimensions, J.
Fluids Struct. 74 (2017) 142-157.

M. Goteman, J. Engstrom, M. Eriksson, J. Isberg, Fast modeling of large wave en-
ergy farms using interaction distance cut-off, Energies 8 (12) (2015) 13741-13757.
M. Gé6teman, M. Giassi, J. Engstrom, J. Isberg, Advances and challenges in wave
energy park optimization - a review, Front. Energy Res. 8 (2020) 26, https://doi.
org/10.3389/fenrg.2020.00026.

M. Goteman, J. Mathew, J. Engstrom, V. Castellucci, M. Giassi, R. Waters, Wave
energy farm performance and availability as functions of weather windows, 3rd
International Conference on Renewable Energies Offshore (RENEW), 8-10th
October, 2018, Lisbon, Portugal. (2018).

M. Goteman, C. McNatt, M. Giassi, J. Engstrom, J. Isberg, Arrays of point-absorbing
wave energy converters in short-crested irregular waves, Energies 11 (4) (2018)
964.

R. Guanche, A. De Andrés, 1. Losada, C. Vidal, A global analysis of the operation and
maintenance role on the placing of wave energy farms, Energy Convers. Manage.
106 (2015) 440-456.

G. Smith, D. Ingram, C. Bittencourt-Ferreira, H. Smith, Protocols for the equitable
assessment of marine energy converters, The University of Edinburgh on behalf of
the EquiMar consortium, 2011.

M. Leijon, R. Waters, M. Rahm, O. Svensson, C. Bostrom, E. Stromstedt,

J. Engstrom, S. Tyrberg, A. Savin, H. Gravrdkmo, et al., Catch the wave to elec-
tricity: the conversion of wave motions to electricity using a grid-oriented ap-
proach, IEEE Power Energy Mag. 7 (1) (2009) 50-54.

S.P. Lloyd, Least squares quantization in PCM, IEEE Trans. Inf. Theory 28 (1982)
129-137.

A. collective publication coordinated by M. Paillard, D. Lacroix, Marine renewable
energies: Prospective foresight study for 2030, Editions Qua, 2009.

L.-M. Macadré, F.D. McAuliffe, O. Keysan, M.H. Donovan, S. Armstrong, J. Murphy,
K. Lynch, Optimal power aggregation methods for marine renewable energy

14

[28]

[29]
[30]

[31]
[32]

[33]

[34]

[35]

[36]

[37]
[38]

[39]

[40]

[41]

[42]

[43]

[44]

Applied Ocean Research 101 (2020) 102274

converters; a combined economic and reliability approach, In Proc of the 11th
European Wave and Tidal Energy Conference (EWTEC), 6-10 sept. (2015). Nantes,
France

E.E.G. Martins, Risk Assessment of Ocean Energy Projects, Tecnico Lisboa, Portugal,
2014 Master’s thesis.

MATLAB, Version 9.4 (R2018a), The MathWorks Inc., Natick, Massachusetts, 2018.
Ocean Energy Systems, International levelised cost of energy for ocean energy
technologies, Technical Report, International Energy Agency, Paris, France, 2015.
M. O’Connor, T. Lewis, G. Dalton, Operational expenditure costs for wave energy
projects and impacts on financial returns, Renew. Energy 50 (2013) 1119-1131.
A. Pillai, J. Chick, L. Johanning, M. Khorasanchi, V. de Laleu, Offshore wind farm
electrical cable layout optimization, Eng. Optim. 47 (12) (2015) 1689-1708.

A. Pillai, J. Chick, M. Khorasanchi, S. Barbouchi, L. Johanning, Application of an
offshore wind farm layout optimization methodology at middelgrunden wind farm,
Ocean Eng. 139 (2017) 287-297.

V. Piscopo, G. Benassai, R. Della Morte, A. Scamardella, Cost-based design and
selection of point absorber devices for the mediterranean sea, Energies 11 (4)
(2018) 946.

P.-E. Rethore, P. Fuglsang, G.C. Larsen, T. Buhl, T.J. Larsen, H.A. Madsen, Topfarm:
multi-fidelity optimization of wind farms, Wind Energy 17 (12) (2014) 1797-1816.
G. Rinaldi, L. Johanning, P. Thies, R. Walker, A novel reliability-based simulation
tool for offshore renewable technologies, In Proc 2nd International Conference on
Renewable Energies Offshore (RENEW), 24-26 Oct, (2016). Lisbon, Portugal

G. Rinaldi, P.R. Thies, R. Walker, L. Johanning, On the analysis of a wave energy
farm with focus on maintenance operations, J. Mar. Sci. Eng. 4 (3) (2016) 51.
P.M. Ruiz, V. Nava, M.B. Topper, P.R. Minguela, F. Ferri, J.P. Kofoed, Layout op-
timisation of wave energy converter arrays, Energies 10 (9) (2017) 1262.

C. Sharp, B. DuPont, Wave energy converter array optimization: a genetic algorithm
approach and minimum separation distance study, Ocean Eng. 163 (2018)
148-156.

D.J. Smith, Reliability, Maintainability and Risk, seventh edition, Butterworth-
Heinemann, Oxford, 2005.

B. Teillant, R. Costello, J. Weber, J. Ringwood, Productivity and economic assess-
ment of wave energy projects through operational simulations, Renew. Energy 48
(2012) 220-230.

C. Trust, Future marine energy. results of the marine energy challenge: Cost com-
petitiveness and growth of wave and tidal stream energy, (2006).

J.C. Van Nieuwkoop, H.C. Smith, G.H. Smith, L. Johanning, Wave resource as-
sessment along the cornish coast (uk) from a 23-year hindcastdataset validated
against buoy measurements, Renew Energy 58 (2013) 1-14.

J. Wolfram, On assessing the reliability and availability of marine energy con-
verters: the problems of a new technology, Proceedings of the Institution of
Mechanical Engineers, Part O: Journal of Risk and Reliability 220 (1) (2006) 55-68.


http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0011
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0011
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0012
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0012
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0012
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0013
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0013
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0013
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0014
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0014
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0015
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0015
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0015
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0015
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0016
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0016
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0017
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0017
https://doi.org/10.3389/fenrg.2020.00026
https://doi.org/10.3389/fenrg.2020.00026
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0019
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0019
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0019
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0019
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0020
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0020
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0020
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0021
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0021
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0021
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0022
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0022
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0022
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0023
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0023
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0023
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0023
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0024
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0024
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0025
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0025
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0026
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0026
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0026
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0026
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0026
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0027
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0027
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0028
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0029
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0029
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0030
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0030
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0031
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0031
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0032
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0032
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0032
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0033
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0033
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0033
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0034
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0034
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0035
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0035
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0035
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0036
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0036
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0037
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0037
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0038
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0038
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0038
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0039
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0039
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0040
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0040
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0040
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0041
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0041
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0042
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0042
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0042
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0043
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0043
http://refhub.elsevier.com/S0141-1187(20)30086-9/sbref0043

	Economical layout optimization of wave energy parks clustered in electrical subsystems
	Introduction
	Method
	Model
	Hydrodynamic model
	Economical model
	Optimization model


	Simulations
	Case study: The Wave Hub test site
	Parks of different sizes in a line layout
	GA Layout optimization
	Clustering algorithm

	Costs calculation

	Results
	Parks of different sizes in a line layout
	GA Layout optimization

	Discussion
	Conclusions
	Author Contributions:
	Declaration of Competing Interest
	Acknowledgements
	References




